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REVISED GENERAL ORDER NO. 6 --- 

This matter was formaLly initiated by the PUBLIC LTILITIES COMMISSICN 
OF THE STATE OF HAWAII on November 22, 1966, whereupon the Staff was directed 
to prepare complete and independent revisions to Commission's General Order 
No. 6, as amended, covering Rules for Overhead Electric Line Construction 
in the State of Hawaii. 

.Proposed revised rules and regulations were submitted to the 
Commission, and copies thereof circulated to the telephone and electric 
utilities and all interested parties, and all were given the opportunity 
to submit data,. views, cments and arguments, verbally or in writing. 

Pursuant to the provisions of Chapters 6C and 104, Revised Laws of 
Hawaii 1955, as amended, public hearings were duly qdvertised and held on 
each of the major islands of the State of Hawaii, as follows: 

Kaunakakai, Molokai ----------- November 16, 1966 
Kahului, Maui ----------------- November 16, 1966 
Hilo. Hawaii ------------------ November 17, 1966 
Lihue, Kauai ------------------ November LB, 1966 
Honolulu, Hawaii -------------- November 22, 1966 

The Commission, at its quorum meeting held March 23, 1967, having 
considered the final draft of the proposed revised rules and regulations and 
the entire record in this Docket, was of the opinion and found that the 



Order No. 2345 --- 

adoption of the proposed rules and regulations, as revised, is consistent 
with the Law and will not adversely affect the operations of the utilities 
and should be approved and adopted in the public interest. 

IT IS, THEREFORE, HEREBY ORDERED: That the Rules and Regulations 
attached hereto as Appendix A are hereby adopted by the PUBLIC UTILITIES 
CCMMISSICN OF THE STATE OF HAWAII and made a part of its REVISED GENERAL 
ORDER NO. 6, REVISED RULES FOR OVERHEAD ELECTRIC LINE CCNSTRUCTICN, effective 
ten (LO) days after filing of said Revised General Order No. 6 in the Office-. 
of the Lt. Governor of the State of Hawaii. 

This Revised General Order No. 6 supersedes General Order No. 6, 
Docket No. 1178, adopted June 12, 1953; Amended General Order No. 6, Docket 
No. 1500, adopted September 21, 1962; and Second Amended General Order No. 6, 
adopted June 20, 1963 in their entirety, including all attachments, appendices 
and references in all cases to General Order No. 95 of the California Public 
Utilities Commission and deviations and variances appertaining thereto. 

The' foregoing Order No. 2345 is hereby ratified as the action taken 
by the Commission on March 23, 1967. 

PUBLTC UTILITIES COMMTSSION 
OF THE STATE OF HAWAII 

BY S/ A. J. VIVAS. JR. 
A. J. Vivas, Jr., Chairman 

By JS! LORRIN W. DOLIM . 

Lorrin W. DoLim, Commissioner 

BY IS/ JOIN B. FERNANDES 
John B. Fernandes, Commissioner 

By !S/ SHOJI OKAEAKI 
- Shoji Okazaki. Commissioner 

ATTEST: 

I, Albert J. Vivas, Jr., Chairman of the Public 
Utilities Commission of the State of Hawaii, do 
hereby certify that the foregoing Revised General 
Order No. 6 is a full, true, and complete copy of 
the original on file in the office of the Commission. 

!S' A J. "'VAS. JR 6-b-A 
Albert J. Vi.vas. Jr.. Chairman 
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CERTlFICATION ___---_-_---- 

I, ALBERT J. VIVAS, JR., Chairman of the Public Utilities Commission of the 
State of Hawaii, certify to the following: 

That REVISED GENERAL ORDER NO. 6, RULES FOR OVERHEAD ELECTRIC LINE CONSTRUCTION, 
was prepared by the Staff of the Commission and the Attorney General's office; 

That pursuant to Chapters 6C and 104, Revised Laws of Hawaii 1955, as amended, 
notices of public hearings appeared as follows: 

Honolulu Star Bulletin ____-_-_-_-------_--------- October 27, 1966 
Honolulu Advertiser __-____________--_------------ November 1, 1966 
Hawaii Tribune Herald ____________-___-_---------- November 1, 1966 
Maui News ____________________-------------------- November 2, 1966 
Garden Island News __--_-_-__-________------------ November 2, 1966 

That copies of a direct notice dated October 31, 1966 were transmitted to aLL 
the electric and telephone utilities operating in the State of Hawaii; 

That hearings were held as prescribed by Law, as follows: 

Kaunakakai, Molokai ____________________----- November 16, 1966 
Kahului, Maui -_-----------___--------------- November 16, 1966 
Hilo, Hawaii -----------_-------------------- November 17, 1966 
Lihue, Kauai -------------------------------- November 18, 1966 
Honolulu, Hawaii ______-__-_--_______-------- November 22, 1966; and 

That the Rules and Regulations in Docket No. 1734 were approved and adopted by 
the Commission at its quorum meeting held March 23. L967 as Revised General 
Order No. 6. 

/S/ ALBERT J. VIVAS, JR. 
Albert J. Vivas, Jr.. Chairman 

Approved As To Form, November 27, L968 

/S/ ROY M. MIYAMOTO 
Roy M. Miyamoto 

Deputy Attorney General 

Approved November 29, 1968 

/S/ EDWIN H. HONDA 
Edwin H. Honda 

Director of Regulatory Agencies 

Approved February 27 , 1969 

/S/ JOHN A. BURNS 
John A. Burns 

Governor, State of Hawaii 

Filed in the Office of the Lt. Governor: February 27, L969 

Effective: March 9, 1969 
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DEPARTMENT OF REGULATORY AGENCIES 
TITLE VI - PUiikC UTILITIES COMMISSION -- 

RULES FOR OVERHEAD 
ELECKL% CONSTRUCTION 

SECTION 1 

GENERAL PROVISIONS 

11. PURPOSE OF RULES 

The purpose of these ruLes is to formulate, for the State of 
Hawaii, uniform requirements for overhead eLectrica line 
construction, the application of which wiLL insure adequate 
service and secure safety to persons engaged in the construc- 
tion, maintenance, operation or use of overhead electrical 
lines and to the public in general. 

12. APPLICABILITY OF RULES 

These rules apply to all overhead eLectricaL supply and com- 
munication lines which come within the jurisdiction of this 
Commission, Located outside of buildings, as follows: 

L2.1 Construction and Reconstruction of Lines 

The requirements apply to all such Lines and extensions of 
lines constructed six months after the date the Public 
Utilities Commission of the State of Hawaii approves these 
modifications and shall become appLicable also to such 
lines now existing or any portion thereof, whenever they 
are reconstructed. 

The reconstruction of an element of a line requires that 
all elements subordinate to the reconstructed element 
meet the requirements of these rules. For the purpose of 
this order reconstruction will be construed to mean that 
work which in any way changes the identity of the pole, 
tower or structure on which it is performed excepting: 

A. Service Drops 

Service drops may be added to'existing plant without 
necessitating changes in the circuit or Line from 
which they originate. 

B. Conductors 

Conductors or circuits added to crossarms installed 
prior to March 1, 1929 will not be required to afford 
greater ground clearance than the ground clearance 
provided by conductors of the same or higher voltage 
classification which are already in place on such arms,. 
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All other clearances with which such added conductors 
or circuits are concerned shall be in accord with 
these rules. 

C. Subordinate Element 

An element (such as a crossarm or a conductor) added 
to a pole, tower or structure shall meet all require- 
ments of these rules but does not require any change 
in like elements already existing except where the 
added element is related in buck arm construction to 
an existing arm in which case all construction on the 
related arms shall meet the requirements of these 
rules. A crossarm, pole, tower or other structure to 
which any subordinate element is added shall meet the 
strength safety factor requirements specified in 
Rule 44.2. 

D. Replacement of Poles, Towers or Other Structures 

The replacement of poles, towers or other structures 
is considered to be reconstruction and requires 
adherence to all strength and clearance requirements 
of these rules. The clearances of the spans adjacent 
to the new support need not be changed but the new 
support shall be such that when the adjacent support 
is replaced the span between will meet all the pro- 
visions of this Order. 

12.2 Maintenance of Lines 

All lines and portions of -lines shall be maintained in such 
condition as to provide safety factors not less than those 
specified in Rule 44.2. Lines and portions of lines con- 
structed or reconstructed on or after the effective date 
of this Order shall be kept in conformity with the require- 
ments of this Order. 

The restoration of clearance originally established prior 
to the effective date of this Order, where the original 
clearance has been reduced by additional sagging or other 
causes, is not consider.ed to be reconstruction and the 
reestablished clearance shall conform to the requirements 
of the rules in effect at the time the original clearance 
was established. The changing of clearance for any other 
purpose is reconstruction and clearances so changed shall 
comply with the rules of this Order applicable to recond 
struction. 
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12.3 Lines Constructed Prior to This Order 

The requirements of this Order, other than the safety factor 
requirements specified in Rule 12.2, do not apply to Lines 
or portions of lines constructed or reconstructed prior to 
the effective date of this Order. In all other particulars, 
such lines o f portions of-L.ines shall conform to the require- 
ments of the ruLes in effect at the time of their construc- 
tion or reconstruction. 

12.4 Reconstruction or Alteration 

If, in its opinion, safety or public interest requires, the 
Commission may order reconstruction or alteration of 
existing lines. 

13. SCOPE OF RULES 

These ruLes are not intended as complete construction specifications, 
but embody only the requirements which are most important from the 
standpoint of safety and service. Construction. shaLL be according 
to accepted good practice for the given LocaL conditions in aLL 
particulars not specified in the rules. 

14. 'LIMITING CONDITIONS SPECIFIED 

The requirements specified in these rules as to spacing, clearance, 
and strength of construction are Limiting conditions expressed as 
minimum or maximum values as indicated. In cases where two or 
more requirements establish limiting conditions, the most stringent 
condition shall be met, thus providing compLiance with the other 
appLicable conditions. 

Greater strength of construction and more ample spacings and 
clearances than herein specified may be desirabte in some cases 
and may be provided accordingly if other requirements are not . 
violated in so doing. . 

15. EXEMPTIONS OR MODIFICATIONS 

If, in a particular case or a special type of construction, exemp- 
tion from or modification of any of the requirements herein is 
desired, the Commission will consider an application for such 
exemption or modification when accompanied by a full statement of 
conditions existing and the reasons why such exemption or modifica- 
tion is asked and is believed to be justifiable. It is to be 
understood that, unless otherwise ordered, any exemption or 
modification so granted shall be limited to the particular case 
or the special type of construction covered by the application. 
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16. SAVING-CLAUSE 

The Commission reserves the right to change any of the provisions 
of these rules in specific cases when, in the Commission's opinion , 
public interest would be served by so doing. 

Compliance with these rules is not intended to relieve a utility 
from any statutory requirement. 
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